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. - DIRECTION OF PIPE PITCH (DOWN) 1, ALL VALVES SHALL BE READILY ACCESSIBLE FROM A SAFE HEIGHT
ON A SIX FOOT LADDER AND TO BE CLEAR OF ALL OBSTRUCTIONS.
AP ACCESS PANEL —— DIRECTION OF FLOW OPERATION SHALL NOT TO ENCUMBERED BY ANY DEVICE OR
AFF ABOVE FINISHED FLOOR EQUIPMENT.
AHU AR HANDLING UNIT —— ANCHOR
s SELOW SLAS e CEOUCER OR INCREASER 2. ALL WATER PIPING SUPPLYING FIXTURES FROM WALLS OR CHASES
SHALL BE PIPED FROM A FULL SIZED HORIZONTAL MANIFOLD,
BFP REDUCED PRESSURE BACKFLOW PREVENTER VERTICAL BRANCHES FROM THE MANIFOLD, INCLUDING AR
BLDG BUILDING —_ ECCENTRIC REDUCER CHAMBERS, SHALL BE ONE PIPE SIZE LARGER THAN THE SIZE
BOB BOTTOM OF BEAM ” "
INDICATED UNDER "CONNECTIONS” OF THE FIXTURE
E\(/)P EgﬂO\l;AAL?/E PIPE S TOP CONNECTION, 45' OR 90° SEE%IE'IA(\ZSA%ONS. SEE PLANS FOR SUPPLY PIPE SIZING TO WALLS
— BOTTOM CONNECTION, 45' OR 90'
cl CAST IRON 3 COORDINATE SCHEDULE FOR HOOK—UPS TO EXISTING SYSTEMS
CLG CEILING | SIDE CONNECTION AND EQUIPMENT REMOVAL OR RELOCATIONS WITH THE VETERAN'S
Cco CLEANOUT ADMINISTRATION (VA) PERFORM THIS WORK AT SUCH TIMES TO
CONN. CONNECTION m ENSURE THAT PERIODS OF SHUTDOWN WILL BE ACCEPTABLE TO THE
CONT. CONTINUED —O0— CAPPED OUTLET VETERANS AFFAIRS (VA).
cS CLINICAL SINK
—C— RISE OR DROP IN PIPE 4, VERIFY EXACT LOCATION OF CONNECTION POINTS (NEW TO
DCV DOUBLE CHECK VALVE EXISTING) IN FIELD PRIOR TO CONSTRUCTION.
DCW DOMESTIC COLD WATER —— UNION
DF DRINKING FOUNTAIN 5, COORDINATE INSTALLATION OF NEW PIPING WITH EXISTING
BMR Bgmgglg ﬂg m%g RETURN o0—— PIPE UP BUILDING STRUCTURE, DUCTWORK, PIPING, ELECTRICAL CONDUIT,
OH DOMESTIC . E DO LIGHTING, ETC.
DIM DIMENSION 6. REFER TO ARCHITECTURAL ELEVATION DRAWINGS FOR LOCATION
va Bgmmo ATER oc P_TRAP OF WALL MOUNTED MECHANICAL ITEMS.
DWG DRAWING 7. THIS PLAN IS APPROVED FOR WORK INDICATED PER THE
. o E CAPPED PIPING APPLICABLE DRAWINGS AND SPECIFICATIONS ONLY. ALL OTHER
AREAS SHOWN ARE FOR REFERENCE ONLY AND SHALL NOT BE
EEW EMERGENCY EYE WASH 99— iﬁgﬂE)ggﬂ%%N'\jv%%T&ON BETWEEN NEW CONSIDERED OR APPROVED TO BE IN ACCORDANCE WITH
%Ec Eb%%@%r SR APPLICABLE CODES OR AUTHORITY HAVING JURISDICTION.
EWC ELECTRIC WATER COOLER —<— STRAINER 8. NOT ALL PIPING AND PIPE SIZES ARE SHOWN ON THE DRAWINGS
EWS EYE WASH STATION 0 CLEAN OUT FOR CLARITY. REFER TO STACK DIAGRAMS, WATER RISERS, AND
E§|ST Eélgmg © MEDICAL GAS RISER FOR ADDITIONAL PIPING AND SIZES.
CO t———— CLEANOUT (€0) 9. ALL EXISTING BUILDING UTILITIES HAVE BEEN DOCUMENTED FROM
FCO FLOOR CLEANOUT WALL CLEANOUT (CO AVAILABLE DRAWINGS, RECORDS, AND FIELD SURVEY AND
FD FLOOR DRAIN — (co) THEREFORE, THEIR LOCATIONS MUST BE CONSIDERED
FF FINISHED FLOOR APPROXIMATE ONLY. IT SHALL BE THE CONTRACTOR'S
FLR FLOOR — FLOOR DRAIN (FD) RESPONSIBILITY TO DETERMINE THE LOCATION AND SIZE OF ALL
Erj ES(?IJ/RIEEEFNITS EXISTING UTILITIES BEFORE BEGINNING WORK.
—— PIPE GUIDE 10.  THE SPACE ABOVE THE CEILING IS LIMITED AND THE INSTALLATION OF
GAL GALLON WORK WILL BE TIGHT. DUE TO THIS, IT IS IMPORTANT THAT THE
GPM GALLONS PER MINUTE — SLEEVE TRADE CONTRACTOR SHALL COORDINATE THE INSTALLATION OF
" LOSE BIEE ) THEIR WORK WITH THE CEILING SYSTEM HEIGHT AND
NN — BACKFLOW PREVENTER (BFP CONSTRUCTION, THE STRUCTURAL SYSTEM, THE LIGHTING FIXTURES,
HVAC HEATING—VENTILATION—AIR  CONDITIONING THE SPRINKLER HEADS/MAINS, AND THE PLUMBING PIPES, ROUTE
—— POINT OF CONNECTION (NEW TO EXISTING) PIPING AS HIGH AS POSSIBLE. MAINTAIN PROPER SERVICE ACCESS
m :ﬁ(E:HI\ééCHINE CLEARNACE. ACCURATE SHOP DRAWINGS SHALL BE SUBMITTED FOR
00 ELECTRIC WATER COOLER APPROVAL, PRIOR TO FIELD INSTALLATION.
LAV LAVATORY 11. DO NOT INSTALL ANY NEW WORK DIRECTLY ABOVE ANY ELECTRICAL
JEc ECHANICAL PANELS AND TRANSFORMERS.
MER MECHANICAL EQUIPMENT ROOM 12.  THESE DRAWINGS ARE DIAGRAMMATIC IN NATURE AND MAY NOT
MSB MOP SERVICE BASIN SHOW EXACT ROUTING OR ALL REQUIRED OFFSETS, ACCESSORIES,
MTD MOUNTED OR APPURTENANCES. CONTRACTOR SHALL PROVIDE AS REQUIRED
MV MEDICAL VACUUM TO INSTALL A COMPLETE AND COORDINATED JOB, INCLUDING ANY
" ORVALLY CLOSED PLUMBING PIPING SYMBOLS QBBIT/I\%NTGLALITEPJASPTAE&UTIRSEELIETgTEhéEEF ACTUAL FIELD CONDITIONS
NO NORMALLY OPEN C2 '
NTS NOT TO SCALE 13.  FOR EXACT LOCATION OF EQUIPMENT AND FIXTURES, SEE
o OXYGEN ) . ARCHITECTURAL DRAWINGS.
(ocw) 14.  SIESMIC CATEGORY SHALL BE CLASS D. PROVIDE BRACING AS
PLBG PLUMBING REQUIRED.
POC POINT OF CONNECTION
-- HOT WATER (DHW)
QY QUANTITY
RD ROOF DRAIN
—————— VENT (V)
RL ROOF LEADER
RPZ REDUCED PRESSURE ZONE
RWL RAIN WATER  LEADER SAN SANITARY SEWER (SAN)
SAN SANITARY SEWER
gPT<K g'T%K SW STORM WATER (SW)
SW STORM WATER
——EX MV— EXISTING MEDICAL VACUUM (MV
™V THERMOSTATIC MIXING VALVE (MV)
TP TRAP PRIMER
— EX 0 — EXISTING OXYGEN (02)
W TEMPERED WATER
TYP TYPICAL
v VENT
VIF VERIFY IN FIELD
VO MEDICAL VACUUM AND OXYGEN RISER
VS VENT STACK
W VAPOR VENT
v ASTE PLUMBING VALVE SYMBOLS
_ we WATER CLOSET D2
S wco WALL CLEANOUT
E WHA WATER HAMMER ARRESTOR
3 wéo W ALs —R— BALANCING VALVE
WS WASTE STACK
= —D<— GATE VALVE
- —pod— GLOBE VALVE
N
o —D<H GATE VALVE WITH 3/4 " HOSE ADAPTER
& —
o N~ CHECK VALVE
o —& BALL VALVE
|
ip) —A BUTTERFLY VALVE
|
00 2/ PRESSURE REGULATING VALVE
(@]
=
=
g DRAWING SYMBOLS
ch E2
3
S
[€®)
N RISER INDICATOR / DETAIL INDICATOR
= .‘m\ TOP INDICATES TYPE OF RISER / DETAIL NO.
© \/ BOTTOM INDICATES RISER NUMBER / DWG NO.
=
= : SECTION INDICATOR
= (1) o TOP INDICATES SECTION NUMBER
= N, BOTTOM INDICATES DRAWING NUMBER
<C
© BUILDING NO. WHERE EQUIPMENT IS LOCATED.
N
= EQUIPMENT ABBREVIATION (PUMP)
O
o %P3
= \ PUMP NO.3 IN BUILDING NO.26
o
o TYPICAL UNIT NO.
[an)
S @ KEYED NOTE TAG
Lol
= /"2 DETAIL NUMBER
= \PL105 DRAWING NUMBER WHERE SHOWN
(n'e
% MATCH LINE
Ll - - -
? SEE F1,/AD109-W
=
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|
< DRAWING NUMBER
=
|
N
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GENERAL

DEMOLITION NOTES

1. DEMOLITION INFORMATION SHOWN ON THE DRAWINGS IS
BASED ON SHOP DRAWINGS AND A REVIEW OF THE EXISTING

CONDITIONS.

2. PERFORM ALL WORK OF A DEMOLITION NATURE THAT MAY BE
REQUIRED OR NECESSARY FOR A FULL AND COMPLETE
EXECUTION OF THE WORK, WHETHER OR NOT SHOWN OR
SPECIFIED. THE EXACT EXTENT OF DEMOLITION MAY NOT BE
FULLY INDICATED BY THE DRAWINGS. DETERMINE THE NATURE
AND EXTENT OF DEMOLITION THAT WILL BE NECESSARY BY
COMPARING THE CONTRACT DOCUMENTS WITH THE EXISTING
FIELD CONDITIONS PRIOR TO BIDS.

3. MATERIALS AND EQUIPMENT TO BE SALVAGED OR REUSED

SHALL BE IDENTIFIED BY THE

VETERAN'S ADMINISTRATION.

THESE ITEMS ARE THE PROPERTY OF THE OWNER AND SHALL
BE RETURNED TO THE VETERAN'S ADMINISTRATION (VA)
DESIGNATED STORAGE AREA. WHERE REMOVAL IS REQUIRED
THE CONTRACTOR SHALL BE RESPONSIBLE FOR CARE TAKEN
DURING THE HANDLING OF THESE ITEMS.

4. DEMOLISHED MATERIALS AND EQUIPMENT NOT BEING

SALVAGED OR REUSED, SHALL

BECOME THE PROPERTY OF

THE CONTRACTOR AND REMOVED FROM THE SITE AND

LEGALLY DISPOSED OF.

5. WHERE EXISTING FIXTURES ARE INDICATED TO BE
DEMOLISHED. THIS SHALL INCLUDE ALL ASSOCIATED PIPING,
CARRIERS, SUPPORTS, SLEEVES, HANGERS, FITTINGS, AND
OTHER ACCESSORIES. PIPING SHALL BE REMOVED TO A
LOCATION ABOVE CEILING OR BEHIND WALLS AND CAPPED.
HOWEVER NO INACTIVE BRANCH OF MORE THAN 2 FEET IN

LENGTH CAN REMAIN ON ANY
REMOVE AS REQUIRED.

PIPE. CONTRACTOR SHALL

6. WHERE DEMOLITION OF FIXTURE AND REMOVAL OF PIPING OR
OTHER ACCESSORY LEAVES AN OPENING IN THE FLOOR,
WALL, OR CEILING, SAME SHALL BE PATCHED AND FIRED
SAFED TO MATCH EXISTING ADJACENT FINISH.

SPECIFIC

DEMOLITION NOTES

S

DISCONNECT AND REMOVE EXISTING SAN, V, DCW AND DHW
FROM UNDERSIDE OF 8TH FLOOR UP TO UNDERSIDE OF

10TH FLOOR. STACKS AND RISERS TO BE RELOCATED. PREPARE

PIPING FOR NEW CONNECTION.
EXISTING SAN, V STACKS AND

EXISTING DCW & DHW RISERS

@ ® @ ©

DCW, DHW RISERS TO REMAIN.

DISCONNECT AND REMOVE EXISTING SAN, V, FROM UNDERSIDE
OF 8TH FLOOR UP TO UNDERSIDE OF 10TH FLOOR STACKS
TO BE RELOCATED. PREPARE PIPING FOR NEW CONNECTION.

TO REMAIN.

DISCONNECT AND REMOVE EXISTING DCW AND DHW
FROM UNDERSIDE OF &TH FLOOR UP TO UNDERSIDE OF

10TH FLOOR. STACKS AND RISERS TO BE RELOCATED.
PREPARE PIPING FOR NEW CONNECTION.
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GENERAL

DEMOLITION NOTES

1. DEMOLITION INFORMATION SHOWN ON THE DRAWINGS IS
BASED ON SHOP DRAWINGS AND A REVIEW OF THE EXISTING
CONDITIONS.

2. PERFORM ALL WORK OF A DEMOLITION NATURE THAT MAY BE
REQUIRED OR NECESSARY FOR A FULL AND COMPLETE
EXECUTION OF THE WORK, WHETHER OR NOT SHOWN OR
SPECIFIED. THE EXACT EXTENT OF DEMOLITION MAY NOT BE
FULLY INDICATED BY THE DRAWINGS. DETERMINE THE NATURE
AND EXTENT OF DEMOLITION THAT WILL BE NECESSARY BY
COMPARING THE CONTRACT DOCUMENTS WITH THE EXISTING
FIELD CONDITIONS PRIOR TO BIDS.

3. MATERIALS AND EQUIPMENT TO BE SALVAGED OR REUSED
SHALL BE IDENTIFIED BY THE VETERAN'S ADMINISTRATION.
THESE ITEMS ARE THE PROPERTY OF THE OWNER AND SHALL
BE RETURNED TO THE VETERAN’S ADMINISTRATION (VA)
DESIGNATED STORAGE AREA. WHERE REMOVAL IS REQUIRED
THE CONTRACTOR SHALL BE RESPONSIBLE FOR CARE TAKEN
DURING THE HANDLING OF THESE I[TEMS.

4. DEMOLISHED MATERIALS AND EQUIPMENT NOT BEING
SALVAGED OR REUSED, SHALL BECOME THE PROPERTY OF
THE CONTRACTOR AND REMOVED FROM THE SITE AND
LEGALLY DISPOSED OF.

5. WHERE EXISTING FIXTURES ARE INDICATED TO BE
DEMOLISHED. THIS SHALL INCLUDE ALL ASSOCIATED PIPING,
CARRIERS, SUPPORTS, SLEEVES, HANGERS, FITTINGS, AND
OTHER ACCESSORIES. PIPING SHALL BE REMOVED TO A
LOCATION ABOVE CEILING OR BEHIND WALLS AND CAPPED.
HOWEVER NO INACTIVE BRANCH OF MORE THAN 2 FEET IN
LENGTH CAN REMAIN ON ANY PIPE. CONTRACTOR SHALL
REMOVE AS REQUIRED.

6. WHERE DEMOLITION OF FIXTURE AND REMOVAL OF PIPING OR
OTHER ACCESSORY LEAVES AN OPENING IN THE FLOOR,
WALL, OR CEILING, SAME SHALL BE PATCHED AND FIRED
SAFED TO MATCH EXISTING ADJACENT FINISH.

SPECIFIC

DEMOLITION NOTES

DISCONNECT AND REMOVE EXISTING SAN, V, DCW AND DHW
FROM UNDERSIDE OF 8TH FLOOR TO UNDERSIDE OF

10TH FLOOR. STACKS AND RISERS TO BE RELOCATED. PREPARE
PIPING FOR NEW CONNECTION.

@ EXISTING SAN, V STACKS AND DCW, DHW RISERS TO REMAIN.

@ EXISTING SAN STACK AND DCW, DHW RISERS TO REMAIN.

DISCONNECT AND REMOVE EXISTING V STACK FROM UNDERSIDE
OF 8TH FLOOR TO UNDERSIDE OF 10H FLOOR. STACK TO BE
RELOCATED. PREPARE PIPING FOR NEW CONNECTION.

DISCONNECT AND REMOVE EXISTING SAN & V STACKS AND DW
RISER FROM UNDERSIDE OF 8TH FLOOR TO UNDERSIDE OF 10TH
FLOOR. STACKS TO BE RELOCATED. PREPARE PIPING FOR NEW
CONNECTION.

@ DISCONNECT AND REMOVE EXISTING SAN TO POINT INDICATED
AND CAP.
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GENERAL

DEMOLITION NOTES

1. DEMOLITION INFORMATION SHOWN ON THE DRAWINGS IS
BASED ON SHOP DRAWINGS AND A REVIEW OF THE EXISTING
CONDITIONS.

2. PERFORM ALL WORK OF A DEMOLITION NATURE THAT MAY BE
REQUIRED OR NECESSARY FOR A FULL AND COMPLETE
EXECUTION OF THE WORK, WHETHER OR NOT SHOWN OR
SPECIFIED. THE EXACT EXTENT OF DEMOLITION MAY NOT BE
FULLY INDICATED BY THE DRAWINGS. DETERMINE THE NATURE
AND EXTENT OF DEMOLITION THAT WILL BE NECESSARY BY
COMPARING THE CONTRACT DOCUMENTS WITH THE EXISTING
FIELD CONDITIONS PRIOR TO BIDS.

3. MATERIALS AND EQUIPMENT TO BE SALVAGED OR REUSED
SHALL BE IDENTIFIED BY THE VETERAN'S ADMINISTRATION.
THESE ITEMS ARE THE PROPERTY OF THE OWNER AND SHALL
BE RETURNED TO THE VETERAN’S ADMINISTRATION (VA)
DESIGNATED STORAGE AREA. WHERE REMOVAL IS REQUIRED
THE CONTRACTOR SHALL BE RESPONSIBLE FOR CARE TAKEN
DURING THE HANDLING OF THESE ITEMS.

4. DEMOLISHED MATERIALS AND EQUIPMENT NOT BEING
SALVAGED OR REUSED, SHALL BECOME THE PROPERTY OF
THE CONTRACTOR AND REMOVED FROM THE SITE AND
LEGALLY DISPOSED OF.

5. WHERE EXISTING FIXTURES ARE INDICATED TO BE
DEMOLISHED. THIS SHALL INCLUDE ALL ASSOCIATED PIPING,
CARRIERS, SUPPORTS, SLEEVES, HANGERS, FITTINGS, AND
OTHER ACCESSORIES. PIPING SHALL BE REMOVED TO A
LOCATION ABOVE CEILING OR BEHIND WALLS AND CAPPED.
HOWEVER NO INACTIVE BRANCH OF MORE THAN 2 FEET IN
LENGTH CAN REMAIN ON ANY PIPE. CONTRACTOR SHALL
REMOVE AS REQUIRED.

6. WHERE DEMOLITION OF FIXTURE AND REMOVAL OF PIPING OR
OTHER ACCESSORY LEAVES AN OPENING IN THE FLOOR,
WALL, OR CEILING, SAME SHALL BE PATCHED AND FIRED
SAFED TO MATCH EXISTING ADJACENT FINISH.

SPECIFIC

DEMOLITION NOTES

DISCONNECT AND REMOVE EXISTING SAN, V, DCW AND DHW
FROM UNDERSIDE OF 8TH FLOOR TO UNDERSIDE OF

10TH FLOOR. STACKS AND RISERS TO BE RELOCATED. PREPARE
PIPING FOR NEW CONNECTION.

EXISTING SAN, V STACKS AND DCW, DHW RISERS TO REMAIN

DISCONNECT AND REMOVE EXISTING SAN & V STACKS AND DW
RISER FROM UNDERSIDE OF 8TH FLOOR TO UNDERSIDE OF 10TH
FLOOR. STACKS TO BE RELOCATED. PREPARE PIPING FOR NEW
CONNECTION.

DISCONNECT AND REMOVE EXISTING V FROM UNDERSIDE OF
8TH FLOOR TO UNDERSIDE OF 10TH FLOOR. STACK TO BE
RELOCATED. PREPARE PIPING FOR NEW CONNECTION.

EXISTING SAN STACK, DCW AND DHW RISERS TO REMAIN.

EXISTING SAN STACK, DCW AND DHW RISERS TO REMAIN.
DISCONNECT AND REMOVE EXISTING V STACK FROM UNDERSIDE
OF 8TH FLOOR TO UNDERSIDE OF 10TH FLOOR. PREPARE V
PIPING FOR NEW CONNECTION.

0 Qe O o

DISCONNECT AND REMOVE EXISTING DCW & DHW RISERS FROM
UNDERSIDE OF B8TH FLOOR TO UNDERSIDE OF 10TH FLOOR.
RISERS TO BE RELOCATED. PREPARE PIPING FOR NEW
CONNECTION.

@

EXISTING SAN AND V STACKS TO REMAIN.
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GENERAL

DEMOLITION NOTES

1. DEMOLITION INFORMATION SHOWN ON THE DRAWINGS IS
BASED ON SHOP DRAWINGS AND A REVIEW OF THE EXISTING
CONDITIONS.

2. PERFORM ALL WORK OF A DEMOLITION NATURE THAT MAY BE
REQUIRED OR NECESSARY FOR A FULL AND COMPLETE
EXECUTION OF THE WORK, WHETHER OR NOT SHOWN OR
SPECIFIED. THE EXACT EXTENT OF DEMOLITION MAY NOT BE

FULLY INDICATED BY THE DRAWINGS. DETERMINE THE NATURE

R /@ AND EXTENT OF DEMOLITION THAT WILL BE NECESSARY BY

\ oo /@ COMPARING THE CONTRACT DOCUMENTS WITH THE EXISTING
——C————0 FIELD CONDITIONS PRIOR TO BIDS.

3. DEMOLISHED MATERIALS AND EQUIPMENT NOT BEING
/STK) F1/1-PD209-W SALVAGED OR REUSED, SHALL BECOME THE PROPERTY OF
\31/ THE CONTRACTOR AND REMOVED FROM THE SITE AND
LEGALLY DISPOSED OF.

4. EXISTING ROUGH-IN PIPING AND/OR FLOOR DRAINS ARE

o) INDICATED TO BE DEMOLISHED. THIS SHALL INCLUDE ALL
TS EXIST ASSOCIATED PIPING, CARRIERS, SUPPORTS, SLEEVES,
5" SW HANGERS, FITTINGS, AND OTHER ACCESSORIES. PIPING SHALL

BE REMOVED TO A LOCATION ABOVE CEILING OR BEHIND
WALLS AND CAPPED. HOWEVER NO INACTIVE BRANCH OF
MORE THAN 2 FEET IN LENGTH CAN REMAIN ON ANY PIPE.
CONTRACTOR SHALL REMOVE AS REQUIRED.

5. WHERE DEMOLITION OF FIXTURE AND REMOVAL OF PIPING OR
OTHER ACCESSORY LEAVES AN OPENING IN THE FLOOR,
WALL, OR CEILING, SAME SHALL BE PATCHED AND FIRED
SAFED TO MATCH EXISTING ADJACENT FINISH.

6. EXISTING PLUMBING FIXTURES WERE REMOVED UNDER
PREVIOUS DEMOLITION CONTRACT. REMOVE ALL REMAINING
EXISTING SAN AND VENT ROUGH-IN PIPING INCLUDING ALL

[ EXISTING FLOOR DRAINS.

Ny (o)
7o e SPECIFIC
DEMOLITION NOTES
n% %n %e 6% 6% 6% %6 %6 DISCONNECT AND REMOVE EXISTING SAN, V, DCW AND DHW
me RISERS FROM UNDERSIDE OF 10TH FLOOR TO 8TH FLOOR
\40/ CEILING. STACKS AND RISERS TO BE RELOCATED. PREPARE

PIPING FOR NEW CONNECTION.

EXISTING SAN, V STACKS AND DCW, DHW RISERS TO REMAIN.

CO00o

oo

(0/e]

00O

DISCONNECT AND REMOVE EXISTING DRINKING FOUNTAIN.
EXISTING ROUGH-IN TO REMAIN. PREPARE SAN, AND V FOR
NEW CONNECTION.

%
EX.SAN j
f
A 2
é%

EXISTING SAN STACK TO REMAIN.

A
S

7',))(

7

EXISTING SAN PIPING TO REMAIN.

Sooo
!
{]
S

EXISTING O AND MV RISERS TO REMAIN.

o%oo EXISTING SAN, V, DCW AND DHW RISERS TO REMAIN.

@A DISCONNECT AND REMOVE EXISTING ABANDONED SAN AND V
e ) . STACKS DOWN TO 8TH FLOOR CEILING AND CAP.
99297 .\g STK

/éo M= 270~ Trre <9/00 o 44
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3
-
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3

DISCONNECT AND REMOVE EXISTING DCW RISER FROM 9TH
FLOOR CEILING DOWN TO 8TH FLOOR CEILING AND PREPARE
PIPES FOR NEW CONNECTION.

.
1

1
2., .5
4

Q00N

DISCONNECT AND REMOVE EXISTING ABANDONED DHW RISER
DOWN TO 8TH FLOOR CEILING AND CAP.

7
& ©

DISCONNECT AND REMOVE EXISTING VENT PIPING AT
UNDERSIDE OF 10TH FLOOR. FREPARE PIPING FOR NEW
CONNECTION.

=il
. R
)
€

HEK K (SRY 7

e
S
e

&

DISCONNECT AND REMOVE EXISTING SAN PIPING AT UNDERSIDE
OF 10TH FLOOR. PREPARE PIPING FOR NEW CONNECTION.

DISCONNECT AND REMOVE EXISTING W AT UNDERSIDE OF
10TH FLOOR DOWN TO 8TH FLOOR CEILING. PREPARE FIPING
FOR NEW CONNECTION.

® © ©® .

DISCONNECT AND REMOVE EXISTING WATER CLOSET AND LAV
SAN AND VENT ROUGH—IN DOWN TO BELOW FLOOR AND CAP.

I

I
Ul
00

=)
p)
;l
%%e
EX.SAN

DISCONNECT AND REMOVE EXISTING FLOOR DRAIN. CAP
EXISTING SAN AND VENT PIPING BELOW FLOOR.

S
%
@ ©

DISCONNECT AND REMOVE EXISTING SAN DOWN AND VENT UP
IN ITS ENTIRETY. CAP EXISTING SAN BELOW FLOOR.

F1/1-PD209-S

DISCONNECT AND REMOVE EXISTING VENT FROM UNDERSIDE
OF 10TH FLOOR DOWN TO 8TH FLOOR CEILING AND PREPARE
PIPES FOR NEW CONNECTIONS.

— EX.SAN

DISCONNECT AND REMOVE EXISTING SAN AN/OR V PIPING
DOWN TO BELOW FLORA AND CAP.

(=)

6

/s
SOAN

&

)

@ O

b
®

EXISTING SAN STACK TO REMAIN.

DISCONNECT AND REMOVE EXISTING SAN AND V PIPING BACK
TO POINT INDICATED AND CAP.

®

DISCONNECT AND REMOVE EXISTING MULTIPLE SAN AND VENT
ROUGH—IN PIPING DOWN TO BELOW FLOOR AND CAP.

DISCONNECT AND REMOVE EXISTING SAN ROUGH-IN DOWN TO
BELOW FLOOR AND CAP.

DISCONNECT AND REMOVE EXISTING SHOWER DRAINS (2) AND
ALL ASSOCIATED SAN AND VENT ROUGH—IN DOWN TO BELOW
FLOOR AND CAP.

DISCONNECT AND REMOVE EXISTING DCW AND DHW FROM
UNDERSIDE OF 10TH FLOOR DOWN TO 8TH FLOOR CEILING
AND PREPARE PIPING FOR NEW CONNECTIONS.

® © 8 ©

®

EXISTING PIPE TO REMAIN.
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GENERAL

DEMOLITION NOTES

1. DEMOLITION INFORMATION SHOWN ON THE DRAWINGS IS
BASED ON SHOP DRAWINGS AND A REVIEW OF THE EXISTING
CONDITIONS.

2. PERFORM ALL WORK OF A DEMOLITION NATURE THAT MAY BE
REQUIRED OR NECESSARY FOR A FULL AND COMPLETE
EXECUTION OF THE WORK, WHETHER OR NOT SHOWN OR
SPECIFIED. THE EXACT EXTENT OF DEMOLITION MAY NOT BE
FULLY INDICATED BY THE DRAWINGS. DETERMINE THE NATURE
AND EXTENT OF DEMOLITION THAT WILL BE NECESSARY BY
COMPARING THE CONTRACT DOCUMENTS WITH THE EXISTING
FIELD CONDITIONS PRIOR TO BIDS.

3. DEMOLISHED MATERIALS AND EQUIPMENT NOT BEING
SALVAGED OR REUSED, SHALL BECOME THE PROPERTY OF
THE CONTRACTOR AND REMOVED FROM THE SITE AND
LEGALLY DISPOSED OF.

4. EXISTING ROUGH—IN PIPING AND/OR FLOOR DRAINS ARE
INDICATED TO BE DEMOLISHED. THIS SHALL INCLUDE ALL
ASSOCIATED PIPING, CARRIERS, SUPPORTS, SLEEVES,
HANGERS, FITTINGS, AND OTHER ACCESSORIES. PIPING SHALL
BE REMOVED TO A LOCATION ABOVE CEILING OR BEHIND
WALLS AND CAPPED. HOWEVER NO INACTIVE BRANCH OF
MORE THAN 2 FEET IN LENGTH CAN REMAIN ON ANY PIPE.
CONTRACTOR SHALL REMOVE AS REQUIRED.

5. WHERE DEMOLITION OF FIXTURE AND REMOVAL OF PIPING OR
OTHER ACCESSORY LEAVES AN OPENING IN THE FLOOR,
WALL, OR CEILING, SAME SHALL BE PATCHED AND FIRED
SAFED TO MATCH EXISTING ADJACENT FINISH.

6. EXISTING PLUMBING FIXTURES WERE REMOVED UNDER
PREVIOUS DEMOLITION CONTRACT. REMOVE ALL REMAINING
EXISTING SAN AND VENT ROUGH-IN PIPING INCLUDING ALL
EXISTING FLOOR DRAINS.

SPECIFIC

DEMOLITION NOTES

DISCONNECT AND REMOVE EXISTING SAN, V, DCW AND DHW
RISERS FROM UNDERSIDE OF 10TH FLOOR TO 8TH FLOOR
CEILING. STACKS AND RISERS TO BE RELOCATED. PREPARE
PIPING FOR NEW CONNECTION.

S

EXISTING SAN, V STACKS AND DCW, DHW RISERS TO REMAIN.

DISCONNECT AND REMOVE EXISTING SAN & V STACKS AND DCW
RISER FROM UNDERSIDE OF 10TH FLOOR TO &8TH FLOOR
CEILING. STACKS TO BE RELOCATED. PREPARE PIPING FOR NEW
CONNECTION.

EXISTING O AND MV RISERS TO REMAIN.

DISCONNECT AND REMOVE EXISTING SAN PIPING AT UNDERSIDE
OF 10TH FLOOR BACK TO STACK. PREPARE PIPING FOR NEW
CONNECTION.

DISCONNECT AND REMOVE EXISTING VENT PIPING AT UNDERSIDE
OF 1TOH FLOOR. PREPARE PIPING FOR NEW CONNECTION.

EXISTING SAN PIPING TO REMAIN.

DISCONNECT AND REMOVE EXISTING DCW PIPING FROM POINT
INDICATED BACK TO RISER.

@ Q0 @ @8 e

DISCONNECT AND REMOVE EXISTING SAN PIPING FROM POINT
INDICATED BACK TO STACK.

DISCONNECT AND REMOVE EXISTING VAPOR VENT FROM
UNDERSIDE OF 10TH FLOOR DOWN TO 8TH FLOOR CEILING.
PREPARE PIPING FOR NEW CONNECTION.

@ ©

DISCONNECT AND REMOVE EXISTING DCW & DHW ROUGH-IN
DOWN TO BELOW FLOOR & CAP.

REMOVE EXISTING WATER CLOSET AND, LAV SAN AND VENT
ROUGH-IN DOWN TO BELOW FLOOR AND CAP.

REMOVE EXISTING FLOOR DRAIN AND SAN/VENT PIPING DOWN TO
BELOW FLOOR AND CAP.

REMOVE EXISTING MULTIPLE SAN AND VENT ROUGH-IN PIPING
DOWN TO BELOW FLOOR AND CAP.

P © ® G

REMOVE EXISTING SHOWER DRAINS (4) AND ALL ASSOCIATED SAN
AND VENT ROUGH-IN PIPING DOWN TO BELOW FLOOR AND CAP.

DISCONNECT AND REMOVE EXISTING SAN PIPING FROM POINT
INDICATED BACK TO STACK. PREPARE PIPING FOR NEW
CONNECTION.

@ ®

REMOVE EXISTING SAN ROUGH—IN DOWN TO BELOW FLOOR AND
CAP.

S
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GENERAL

DEMOLITION NOTES

1. DEMOLITION INFORMATION SHOWN ON THE DRAWINGS IS
BASED ON SHOP DRAWINGS AND A REVIEW OF THE EXISTING
CONDITIONS.

2. PERFORM ALL WORK OF A DEMOLITION NATURE THAT MAY BE
REQUIRED OR NECESSARY FOR A FULL AND COMPLETE
EXECUTION OF THE WORK, WHETHER OR NOT SHOWN OR
SPECIFIED. THE EXACT EXTENT OF DEMOLITION MAY NOT BE
FULLY INDICATED BY THE DRAWINGS. DETERMINE THE NATURE
AND EXTENT OF DEMOLITION THAT WILL BE NECESSARY BY
COMPARING THE CONTRACT DOCUMENTS WITH THE EXISTING
FIELD CONDITIONS PRIOR TO BIDS.

3. DEMOLISHED MATERIALS AND EQUIPMENT NOT BEING
SALVAGED OR REUSED, SHALL BECOME THE PROPERTY OF
THE CONTRACTOR AND REMOVED FROM THE SITE AND
LEGALLY DISPOSED OF.

4. EXISTING ROUGH—-IN PIPING AND/OR FLOOR DRAINS ARE
INDICATED TO BE DEMOLISHED. THIS SHALL INCLUDE ALL
ASSOCIATED PIPING, CARRIERS, SUPPORTS, SLEEVES,
HANGERS, FITTINGS, AND OTHER ACCESSORIES. PIPING SHALL
BE REMOVED TO A LOCATION ABOVE CEILING OR BEHIND
WALLS AND CAPPED. HOWEVER NO INACTIVE BRANCH OF
MORE THAN 2 FEET IN LENGTH CAN REMAIN ON ANY PIPE.
CONTRACTOR SHALL REMOVE AS REQUIRED.

5. WHERE DEMOLITION OF FIXTURE AND REMOVAL OF PIPING OR
OTHER ACCESSORY LEAVES AN OPENING IN THE FLOOR,
WALL, OR CEILING, SAME SHALL BE PATCHED AND FIRED
SAFED TO MATCH EXISTING ADJACENT FINISH.

6. EXISTING PLUMBING FIXTURES WERE REMOVED UNDER
PREVIOUS DEMOLITION CONTRACT. REMOVE ALL REMAINING
EXISTING SAN AND VENT ROUGH-IN PIPING INCLUDING ALL
EXISTING FLOOR DRAINS.

SPECIFIC

DEMOLITION NOTES

@ DISCONNECT AND REMOVE EXISTING SAN, V, DCW AND DHW

FROM UNDERSIDE OF 10TH FLOOR TO 8TH FLOOR CEILING.
STACKS AND RISERS TO BE RELOCATED. PREPARE PIPING FOR
NEW CONNECTION.

@ EXISTING SAN, V STACKS AND DCW, DHW RISERS TO REMAIN.

@ DISCONNECT AND REMOVE EXISTING SAN & V STACKS AND DCW

RISER FROM UNDERSIDE OF 10TH FLOOR TO 8TH FLOOR CEILING.
STACKS TO BE RELOCATED. PREPARE PIPING FOR NEW
CONNECTION.

@ EXISTING O AND MV RISERS TO REMAIN.

@ DISCONNECT AND REMOVE EXISTING SAN PIPING AT UNDERSIDE
OF 10TH FLOOR BACK TO STACK. PREPARE PIPING FOR NEWW
CONNECTION.

@ DISCONNECT AND REMOVE EXISTING VENT PIPING AT UNDERSIDE
OF 10TH FLOOR BACK TO STACK. PREPARE PIPING FOR NEW
CONNECTION.

(7) EXISTING SAN PIPING TO REMAIN.

(5) DISCONNECT AND REMOVE EXISTING SAN PIPING FROM POINT
INDICATED. PREPARE PIPING FOR NEW CONNECTION.
DISCONNECT AND REMOVE EXISTING DCW, AND DHW ROUGH—IN
DOWN TO BELOW FLOOR AND CAP.

DISCONNECT AND REMOVE EXISTING W FROM UNDERSIDE OF

10TH FLOOR DOWN TO 8TH FLOOR CEILING AND PREPARE PIPING
FOR NEW CONNECTION.

(11) EXISTING W TO REMAIN.
DISCONNECT AND REMOVE EXISTING DCW, DHW AND SAN

ROUGH—IN DOWN TO BELOW FLOOR AND CAP.

DISCONNECT AND REMOVE EXISTING WATER CLOSET AND LAV SAN
AND VENT PIPING BELOW FLOOR.

DISCONNECT AND REMOVE EXISTING FLOOR DRAIN. CAP EXISTING
SAN AND VENT PIPING BELOW FLOOR.

DISCONNECT AND REMOVE EXISTING SAN ROUGH—IN DOWN TO
BELOW FLOOR AND CAP.

DISCONNECT AND REMOVE EXISTING MULTIPLE SAN AND VENT
ROUGH—IN PIPING DOWN TO BELOW FLOOR AND CAP.

DISCONNECT AND REMOVE EXISTING SHOWER DRAINS (2) AND ALL

ASSOCIATED SAN AND VENT ROUGH—IN DOWN TO BELOW FLOOR
AND CAP.
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m om0 om0 @ SMOKE BARRIER (1 HOUR FIRE) REQUIREMENTS, REFER TO RISER DIAGRAMS.
'e mm wm mm == =1 2 HOUR FIRE BARRIER 2. PROVIDE NEW INSULATION ON ALL EXISTING DCW AND DHW
RISERS TO REMAIN OR WHICH ARE NOT BEING RELOCATED.
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PARTITION FIRE RATING GENERAL
LEGEND NOTES
BN mm mm osmommo®m 1 HOUR FIRE

1. FOR SHUTOFF VALVES AND PRESSURE REDUCING VALVE
REQUIREMENTS, REFER TO RISER DIAGRAMS.

2. PROVIDE NEW INSULATION ON ALL EXISTING DCW AND DHW
RISERS TO REMAIN OR WHICH ARE NOT BEING RELOCATED.

SPECIFIC

NOTES

@ CONNECT NEW DCW AND DHW TO EXISTING RISER.

@ DROP 1-1/2" DCW DOWN IN CHASE. BRANCH AND CONNECT
1-1/4" DCW TO EACH WATER CLOSET (4).

@ CONNECT NEW DW TO EXISTING RISER.

DROP 1-1/4" DCW AND 1/2" DHW DOWN IN CHASE. BRANCH
AND CONNECT 1/2” DCW AND 1/2" DHW TO LAV (1) AND
1-1/4" DCW TO WATER CLOSET (1).

1/2
CONNECT NEW DRINKING FOUNTAIN TO EXISTING CW AND HW
ROUGH-IN.
m 1 @/ (6) HOT & COLD WATER DISPENSER. LOCATE FILTER UNDERCOUNTER.
——= (7) OROP 1 /2" DCW AND 1/2” DHW DOWN IN WALL. BRANCH 1/2”
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@ CONNECT NEW SAN AND VENT STACKS TO EXISTING AT
m om0 om0 @ SMOKE BARRIER (1 HOUR FIRE) UNDERSIDE OF FLOOR ABOVE. REMOVE EXISTING SAN AND VENT
STACKS DOWN TO NINTH FLOOR.

im mm ws mm =m om0 7 HOUR FIRE BARRIER

@ CONNECT NEW VENT TO EXISTING 3" VENT STACK.

@ RUN PIPING BELOW DUCTWORK.

@ RUN PIPING ABOVE DUCTWORK.

@ CONNECT NEW CW AND HW RISERS TO EXISTING AT UNDERSIDE
OF FLOOR ABOVE. REMOVE EXISTING CW AND HW RISERS DOWN
70 NINTH FLOOR.

@ REDUCED PRESSURE ZONE BACKFLOW PREVENTER. MOUNT ON
WALL 5’'-0" ABOVE FLOOR. RUN DRAIN TO FD-B.

@ 3/4” CW FOR CONTINUATION BY HVAC.

CONNECT NEW CW AND HW TO EXISTING 2—1/2" CW AND 2"
HW RISERS.

@ THERMOSTATIC MIXING VALVE.
CONNECT 1/2” TEMPERED HOT WATER TO P708.

@ DISCONNECT AND REMOVE EXISTING SINK AND ALL
ASSOCIATED PIPING.

@ DISCONNECT AND REMOVE EXISTING FLOOR DRAIN AND ALL
ASSOCIATED PIPING.
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@ SYMBOLS

@ GENERAL NOTES

1.

FIRE PROTECTION CONTRACTOR SHALL COORDINATE LOCATION OF ALL SPRINKLER

TAMPER SWITCH

TO FIRE ALARM SYSTEM

FIRE PROTECTION PIPING (FP
AFF ABOVE FINISHED FLOOR FP (FP) HEADS AND PIPING WITH STRUCTURAL ELEMENTS, MECHANICAL, PLUMBING, PER MANUFACTURERS
AFG ABOVE FINSHED GRADE ELECTRICAL EQUIPMENT, AND CEILING CONFIGURATION INDICATED ON DRAWINGS RECOMMENDATIONS
EX. FP FIRE PROTECTION PIPING (FP) EXISTING ) -
QECH ﬁggﬁf&gﬁ'@ WHERE NECESSARY SPRINKLER CONTRACTOR SHALL PROVIDE ADDITIONAL
FIRE PROTECTION PIPING (FP) DEMO SPRINKLERS TO ASSURE REQUIRED DISCHARGE PATTERNS AROUND OBSTRUCTIONS SYSTEM RISER WALL MOUNTED 1900 ELECTRICAL JUNCTION
AUTO AUTOMATIC AND DIFFERENT CEILING ELEVATIONS TO YIELD A PROPER DENSITY (gpm/sq.ft) \ 80X WITH FLEX CONDUIT CONNECTED 10
B0B BOTTOM OF BEAM FOR THE DESIGNED HAZARD. o€ I Q (TYPICAL)
BOP BOTTOM OF PIPE 2. ALL PIPING, FITTINGS, AND JOINTS IN SPRINKLER AND STANDPIPE SYSTEMS SHALL I
CAP CAPACITY VALVE CONFORM TO NFPA 13 & 14, NON—METALLIC PIPE AND FITTINGS ARE WATER FLOW SWITCH
—><— UNACCEPTABLE.
CLG CEILING
CONN. CONNECTION o3 PRESSURE GAUGE
CONT, CONTINUED 0S&Y VALVE 3. ALL VALVES WILL BE READILY ACCESSIBLE FROM A SAFE HEIGHT ON A SIX FOOT
- LADDER AND TO BE CLEAR OF ALL OBSTRUCTIONS AND THEIR OPERATION SHALL | 1
—IN— CHECK VALVE (SHOWN W/FLOW) NOT TO BE ENCUMBERED BY ANY DEVICE OR EQUIPMENT. : —L — TO SPRINKLER ZONE
DCV DOUBLE CHECK VALVE F T
B:ﬁ B:Q%ETSESN —o— SEMI-RECESSED SPRINKLER HEAD 4. INSTALL ALL OVERHEAD HANGERS AND SUPPORTS PRIOR TO SPRAY FIREPROOFING SRAN RISER CHECK VALVE
DN DOWN —o0— UPRIGHT SPRINKLER HEAD OR' DRYWALL  CEILING. 2" MIN)
B\F; Bgﬁ:s VALVE 5. SPRINKLER PIPING IS TO BE BRACED AND RESTRAINED (BRANCH LINES) IN
WG DRAWING — SIDEWALL SPRINKLER HEAD ACCORDANCE WITH NFPA 13 FOR SEISMIC REQUIREMENTS. INDICATING TYPE FLOOR
CONTROL BUTTERFLY VALVE
£ EACH NI~ — BACKFLOW PREVENTER (BFP) 6. SPRINKLER SYSTEM SHALL BE ZONED AS SHOWN ON DRAWINGS. WTH SUPERVISORY SWITCH
ELEV. ELEVATION - BOTTOM DROP 7. REFER TO ARCHITECTURAL REFLECTED CEILING PLANS FOR SPRINKLER HEAD G O
FLEC FLECTRICAL LOCATIONS. —
EQUIP EQUIPMENT e ELBOW DOWN -
EX EXISTING -
EXIST EXISTING 8. THE SPACE ABOVE THE CEILING IS LIMITED AND THE INSTALLATION OF WORK WILL Z
FLBOW UP o
BE TIGHT. DUE TO THIS, IT IS IMPORTANT THAT THE TRADE CONTRACTOR SHALL T ; 2 POF o o AND
FEC FIRE EXTINGUISHER CABINET E CAPPED PIPING COORDINATE THE INSTALLATION OF THEIR WORK WITH THE CEILING SYSTEM HEIGHT T b
FIN FINISHED AND CONSTRUCTION, THE STRUCTURAL SYSTEM, THE LIGHTING FIXTURES, THE 2 1/2° FIRE HOSE VALVE WITH =
mg Hgg Eggg gﬁg'&m > PUMP (SCHEMATIC) SPRINKLER HEADS/MAINS, AND THE PLUMBING PIPES, ROUTE PIPING AS HIGH AS NN Nx 2 1/2°F x 1 1/2" MALE -
o R iy POSSIBLE. MAINTAIN PROPER SERVICE ACCESS CLEARANCES. ACCURATE SHOP BUSHING WITH CAP
i O OTECTION = FIRE HOSE CABINET DRAWINGS SHALL BE SUBMITTED FOR APPROVAL, PRIOR TO FIELD INSTALLATION.
FS FLOW SWITCH - FLOW SWITCH 9. THESE DRAWINGS ARE DIAGRAMMATIC IN NATURE AND MAY NOT SHOW EXACT
N INCHES ROUTING OR ALL REQUIRED OFFSETS, ACCESSORIES, OR APPURTENANCES. NOTES:
N.C. NORMALLY CLOSED CONTRACTOR SHALL PROVIDE AS REQUIRED TO INSTALL A COMPLETE AND —
NO. NUMBER * POINT OF CONNECTION (NEW TO EXISTING) COORDINATED JOB, INCLUDING ANY ADDITIONAL ITEMS REQUIRED TO MEET ACTUAL 1. BRANCH SPRINKLER CONTROL VALVE SHALL BE BUTTERFLY VALVE WITH INDICATORS.
N NORMALLY OPEN FIELD CONDITIONS AND ACTUAL EQUIPMENT SELECTED.
TS NOT 10 SCALE -4 POINT OF CONNECTION (NEW TO EXISTING)
N RISER INDICATOR / DETAIL NO.
TOP INDICATES TYPE OF RISER / DETAIL NO.
osax OUTSIDE SCREW AND YOKE T0P INDIGHTES TYPE OF RISER / DETAL No. 2 \_FIRE SPRINKLER ZONE CONTROL VALVE PIPING DETAIL
PSI POUNDS PER SQUARE INCH SCALE: NTS
PSIG POUNDS PER SQUARE INCH GAUGE ® CEYED NOTE TAG
oS NOTEM MATCH LINE c4)_DESIGN CRITERIA
TS TAMPER SWITCH SEE F1/AD109-W
TYP TYPICAL
SHEET NUMBER
UNO UNLESS NOTED OTHERWISE A. THE ENTIRE RENOVATION AREA SHALL BE HYDRAULICALLY DESIGNED IN
DRAWING NUMBER ACCORDANCE WITH NFPA 13 AND STANDARDS FOR LIGHT HAZARD EXCEPT FOR
VIF VERIFY IN FIELD MECHANICAL EQUIPMENT ROOMS, STORAGE AND ELECTRIC CLOSETS WHICH WILL BE EXHAUST DUCT MAIN SUPPLY DUCT MAIN
W/ Wit ORDINARY HAZARD GROUP 1 AND CLEAN AND SOILED ROOMS WHICH WILL BE
ORDINARY HAZARD GROUP 2. HOT WATER SUPPLY (HWS) FIRE CAULK ALL DUCT AND
PIPE PENETRATIONS (BOTH
B. THE FOLLOWING CRITERIA SHALL BE MEET: CHILLED WATER SUPPLY (CHS) SIDES) PRIOR TO
FIRE PROTECTION MAIN COMMON RETURN (RET) INSULATING
1. ORDINARY HAZARD — DENSITY .15 GPM PER SQ. FT. OVER MOST
HYDRAULICALLY REMOTE 1500 SQ. FT. MAXIMUM COVERAGE PER HEAD 130
SQ. FT. 1
\
2. EXACT LOCATION OF SPRINKLER HEADS IN FINISHED AREAS WITH SUSPENDED INDUCTION UNIT
CEILINGS SHALL BE ON CENTER OF TILE AND AS INDICATED ON SPRINKLER | ——p——— (TYP)
CEILING PLANS. PIPING TO BE COORDINATED WITH OTHER TRADES. ~  CCCOCOCOCOCCOCICCICC Pl 1 | 7 N\J(OLANA)  riim— e
3. DISCHARGE FROM EACH SPRINKLER HEAD SHALL NOT BE LESS THAN ~ XE; \
REQUIRED FOR AREA COVERED BY THIS HEAD. AREA COVERAGE PER HEAD Y SUPPLY AR GRILLE
SHALL BE DETERMINED IN ACCORDANCE WITH NFPA STANDARD NO. 13
L Y S ottt PRIMARY AIR INLET
PARAGRAPH 7-4.3.1.2. ————————_—/-/
LIGHTING
4. MINIMUM PRESSURE AT SPRINKLER HEAD 7 PSI. CPRNKLER T CABLE TRAY RETURN AR
RILLE
5. HYDRAULIC CALCULATIONS SHALL BE BROUGHT BACK TO CONNECTION TO ¢
WATER SUPPLY. ELECTRICAL COOLING
CONDUIT CONDENSATE
6. RESULT OF HYDRAULIC CALCULATIONS SHALL INDICATE MINIMUM 10 PSI STAIR CORRIDOR DRAIN (CCD) EXAM ROOM
PRESSURE SAFETY MARGIN, I.E. EXCESS OF PRESSURE AVAILABLE OVER
PRESSURE REQUIRED. SIDE .
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SPECIFIC

DEMOLITION NOTES

(1) EXISTING TO REMAIN.

@ DISCONNECT AND REMOVE EXISTING SPRINKLER PIPING
BACK TO RISER AND CAP.

@ DISCONNECT AND REMQOVE EXISTING DRAIN PIPING BACK TO POINT
INDICATED. PREPARE PIPING FOR NEW CONNECTION.
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F1/1-FD209-W

three inches
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2-1/2" FDV BELOW.
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= one foot
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one and one half inches

= one foot
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three quarters inch = one foot

= one foot

one half inch
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three eighths inch = one foot

one quarter inch = one foot
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one eighth inch = one foot
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SPECIFIC
DEMOLITION NOTES
@ EXISTING TO REMAIN.
@ DISCONNECT AND REMOVE EXISTING SPRINKLER PIPING
BACK TO RISER AND CAP.
@ DISCONNECT AND REMOVE EXISTING DRAIN PIPING BACK TO POINT
INDICATED. PREPARE PIPING FOR NEW CONNECTION.
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SPECIFIC

DEMOLITION NOTES

(1) EXISTING TO REMAIN.

@ DISCONNECT AND REMOVE EXISTING SPRINKLER PIPING
BACK TO RISER AND CAP.

@ DISCONNECT AND REMOVE EXISTING DRAIN PIPING BACK TO POINT
INDICATED. PREPARE PIPING FOR NEW CONNECTION.
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PARTITION FIRE RATING SPECIFIC
LEGEND NOTES
m mm mm ommommowm 1 HOUR FIRE
<:> CONNECT NEW FP TO EXISTING.
m om0 om0 @ SMOKE BARRIER (1 HOUR FIRE)
<:> LOCATE SPRINKLER HEAD AT TOP OF DUMBWAITER SHAFT.
in mm mm mm wm ®m 2 HOUR FIRE BARRIER
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one eighth inch = one foot
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PARTITION FIRE RATING SPECIFIC
LEGEND NOTES

S mm wm wm owmowm 1 HOUR FIRE

@ CONNECT NEW FP PIPING TO EXISTING AS SHOWN.
m om0 om0 @ SMOKE BARRIER (1 HOUR FIRE)

s mm mm =m =m =1 2 HOUR FIRE BARRIER @ FIRE SPRINKLER ZONE CONTROL VALVE AND FLOW SWITCH.
” L L1l 1 @ PAINT ALL NEW AND EXISTING FP PIPING 'RED’ IN STAIRWELL.
—st |
5 @ PROVIDE CAGE GUARD ON UPRIGHT SPRINKLER HEAD.
= SN SN 8 BN NN 00 BN Ni-EN 68 AE ¢

@ CONNECT NEW FP PIPING TO EXISTING RISER.
F1/1-FX109-W

|

|

@ CONNECT NEW FP PIPING TO EXISTING DRAIN PIPING.

EN SN SN N SR AN SN 60 SN SN SN BN 7T SN SN SN NN NN AN AN AN BE @
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TYPE: WET
DENSITY: |AREA OF APP.

N 0.10 GPM | 1,565 SQ.FT. | EXIST 2-1/2" FDV
2 225 SQ.FT|HOSE ALLOWANCE H= g W/HOSE RACK &
% AD ——— 1 1 2—1/2" FDV BELOW.
% PER HEAD |100 GPM(INSIDE)
LICHT HAZARD —
SYSTEM DEMAND ml
HEADS FLOWING = 23 e e e s paa e aaw aaa W)
FLOW REQ.D=544.56 GPM /'SP EXIST SPRINKLER
up PRESSURE REQ.D=39.23 PSI \3_ AND DRAIN RISERS
3 ® rd
|
-
v
.—
4"/
_o ° ° °

FIRE PROTECTION PLAN 9TH FLOOR - NORTH

\\cd—hcds02\Healthcare02\003630.13_VA-MAN—9\E_WORKING\E.01 Design\E.01.3 CAD\PLUM\630.2600.001.FX109-N.dwg 8-15-13 01:58:47 PM

F1 SCALE: 1/8" = 1-0" 0 8 16
e e
@ BUILDING IS FULLY SPRINKLERED Scale: 1/8'=1-0)
_ _ ] Drawing Title Project Title Project Number ]
CONSULTANTS: KEY PLAN: ARCHITECT/ENGINEERS: FIRE PROTECTION PLAN VA NY HARBOR HEALTHCARE SYSTEM 630PR2600 Office of
ASBESTOS ABATEMENT CONSULTANT: ITH FLOOR - NORTH MAIWAT IZN JAMG SURDONGT | g arber Construction &
, , 9TH FLOOR RENOVATIONS 1 Facilities
E g an E nvironmen t da / COn SuU / t n g y l nc. Approved: Project Director Location 423 EAST 23RD STREET Drawing Number Management
14 HIGH STREET - 360 Madison Avenue, New York, New York 10017 212.972.9800 NEW YORK, NY 10010 1-EX100-N
Revisions: Date MAHWAH, NEW JERSEY 07430 I—SOIU_THL ///%%%% | linore E:;;?:S..mﬂg;i Calgary s hio Date Checked Drawn v A US.

ISSUED FOR CONSTRUCTION 08/15/2013 Tel: (201) 848-7790  Fax: (201) 848-7791 _ St Lo » SanFrancisco s Sangralm Toorio AUGUST 15,2013 || RWM ZMS of Veterans Affairs

VA FORM 08-6231




2 3 4 5 6 7 8 | 9
wu wm wmowmomm o= 1 HOUR FIRE
(1) CONNECT NEW FP PIPING TO EXISTING AS SHOWN.
m om0 om0 @ SMOKE BARRIER (1 HOUR FIRE)
im wm = wm mm =0 2 HOUR FIRE BARRIER @ gVEVﬁCﬂRE SPRINKLER ZONE CONTROL VALVE AND FLOW
(3) PAINT ALL NEW AND EXISTING FP PIPING 'RED' IN STAIRWELL.
@ © (4) PROVIDE CAGE GUARD ON UPRIGHT SPRINKLER HEAD.
o
L'J (5) CONNECT NEW FP PIPING TO EXISTING RISER.
5
£ (8) CONNECT NEW FP PIPING TO EXISTING DRAIN PIPING,
3
= (7) 2" TEST AND DRAIN VALVE.
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PARTITION FIRE RATING SPECIFIC
LEGEND NOTES
m mm mm ommommowm 1 HOUR FIRE
@ CONNECT NEW FP PIPING TO EXISTING AS SHOWN.
m om0 om0 @ SMOKE BARRIER (1 HOUR FIRE)
'e mm wm mm == =1 2 HOUR FIRE BARRIER (2) CONNECT NEW FP PIPING TO EXISTING DRAIN PIPING.
@ 2" TEST AND DRAIN VALVE.
° ®
@ PAINT ALL NEW AND EXISTING FP PIPING 'RED’ IN STAIRWELL.
. @ PROVIDE CAGE GUARD ON UPRIGHT SPRINKLER HEAD.
l l :,,_— @ FIRE SPRINKLER ZONE CONTROL VALVE AND FLOW SWITCH.
“ Clint @ CONNECT NEW FP PIPING TO EXISTING RISER.
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PARTITION FIRE RATING SPECIFIC
LEGEND NOTES
m mm mm ommommowm 1 HOUR FIRE
<:> CONNECT NEW FP TO EXISTING.
m om0 om0 @ SMOKE BARRIER (1 HOUR FIRE)
<:> LOCATE SPRINKLER HEAD BELOW DUCTWORK.
in mm mm mm wm ®m 2 HOUR FIRE BARRIER
<:> DISCONNECT AND REMOVE EXISTING SPRINKLER HEADS AND
PIPING IN THIS AREA. REMOVE PIPING BACK TO MAIN AND CAP.
PROVIDE SPRINKLER HEAD AT TOP OF EXISTING TO REMAIN
= DUMBWAITER SHAFT (UNDERSIDE OF 19TH FLOOR SLAB)
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SPECIFIC
NOTES
@ NEW FIRE SPRINKLER ZONE CONTROL VALVE AND FLOW SWITCH.
(2) 2" TEST AND DRAIN VALVE.
— ok — ok — o
18TH FLOOR
10TH FLOOR
B | N ¢ ’ v & [N\ ;
N—paP / TO SYSTEM ' TO SYSTEM N—a? / TO SYSTEM
— ﬂ (SOUTH WING ZONE) (WEST WING ZONE) — ﬂ (NORTH WING ZONE)
TO CENTRAL
— ZONE
o
9TH FLOOR
Lok IS I
EXIST DRAIN EXIST SPRINKLER EXIST DRAIN EXIST SPRINKLER EXIST DRAIN EXIST SPRINKLER
RISER RISER RISER RISER RISER RISER
8TH FLOOR
Lo BN Lo
7TH FLOOR
Lok IS I
6THFLOOR
Lo BN Lo
5TH FLOOR
Lk IS I
4TH FLOOR
Lo BN Lo
3RD FLOOR
Lk IS I
2ND FLOOR
L X L X L
1ST FLOOR
1 1
————— < B X
P>t
FIRE EF>’<L|JSI\;I|-||:’N??OOM 6— 2= — <N 6" —| —
2" X X
o | él«—
_ ALARM
> b =
TS & WATER METER WATER METER f__ ﬁ@g
>
GROUND FLOOR \
EXIST EXIST
JOCKEY PUMP FIRE PUMP
FIRE PROTECTION RISER DIAGRAM
F1 SCALE: 1/8" = 1'-0"
BUILDING IS FULLY SPRINKLERED
] . ] Drawing Title Project Title Project Number ]
CONSULTANTS: KEY PLAN: ARCHITECT/ENGINEERS: FIRE PROTECTION RISER DIAGRAM VANY HARBOR HEALTHCARE SYSTEM 630PR2600 Office of
ASBESTOS ABATEMENT CONSULTANT: MANHATTAN VANG - BULDING T puiding Nuer Construction &
, . 9TH FLOOR RENOVATIONS 1 Facilities
Eg an En VI r Onmental COnSU/ tl n g J l n C Approved: Project Director Location 423 EAST 23RD STREET Drawing Number Management
14 HIGH STREET 360 Madison Avenue, New York, New York 10017 212.972.9800 NEW YORK, NY 10010 1 -FX601
Revisions: Date MAHWAH, NEW JERSEY 07430 Baltimore m Boston m Buffalo m Calgary m Chicago Date Checked Drawn B
ouston m Los Angeles m Mumbai m New York m Phoenix U,S,l)eparl;men];
ISSUED FOR CONSTRUCTION 08/15/2013 Tel: (201) 848-7790  Fax: (201) 848-7791 " Lg;LinsC;:\SVeSr;E@;ﬂ%ﬁ;_&v@gﬁ%ﬁ;'kggopnTo AUGUST 15,2013 || RWM 7MS VA of Veterans Affairs

VA FORM 08-6231




	ARCH BOUND
	630.2600.1.G0000 - COVER
	630.2600.1.G0001 - INDEX
	630.2600.1.G0002
	630.2600.1.G0003
	630.2600.1.G0109
	630.2600.1.G0109N
	630.2600.1.G0109S
	630.2600.1.G0109W
	630.2600.1.G0110
	630.2600.1.AD208
	630.2600.1.AD209
	630.2600.1.AD209-N
	630.2600.1.AD209-S
	630.2600.1.AD209-W
	630.2600.1.AD210
	HA001
	HA002
	630.2600.1.A109
	630.2600.1.A109N
	630.2600.1.A109S
	630.2600.1.A109W
	630.2600.1.A110
	630.2600.1.AR109
	630.2600.1.AR109-N
	630.2600.1.AR109S
	630.2600.1.AR109-W
	630.2600.1.AQ109
	630.2600.1.AQ109-N
	630.2600.1.AQ109-S
	630.2600.1.AQ109-W
	630.2600.1.AE601
	630.2600.1.AE602
	630.2600.1.AE603
	630.2600.1.AE604
	630.2600.1.AF001
	630.2600.1.AF002
	630.2600.1.AF003
	630.2600.1.AF109
	630.2600.1.AF109-N
	630.2600.1.AF109-S
	630.2600.1.AF109-W
	630.2600.1.AG001
	630.2600.1.AG100
	630.2600.1.AG101
	630.2600.1.AG109
	630.2600.1.AG109-N
	630.2600.1.AG109-S
	630.2600.1.AG109-W
	630.2600.1.AG110
	630.2600.1.AG201
	630.2600.1.AG202
	630.2600.1.AI400
	630.2600.1.AI401
	630.2600.1.AI402
	630.2600.1.AI403
	630.2600.1.AI404
	630.2600.1.AI405
	630.2600.1.AI406
	630.2600.1.AI407
	630.2600.1.AI408
	630.2600.1.AI409
	630.2600.1.AI501
	630.2600.1.AI502
	630.2600.1.AI503
	630.2600.1.AI504
	630.2600.1.AI505
	630.2600.1.AI506
	1-SJ001 - STRUCTURAL DETAILS AND GENERAL NOTES Checked

	_Mech Bound Checked
	Fire Alarm Bound Checked
	Elec Bound Checked
	_Technology bound Checked
	PLUMBING BOUND Checked
	FIRE PROTECTION BOUND Checked



